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EXHAUST FAN FLOW

INSTALLATION CONTRACTOR IS RESPONSIBLE
FOR TERMINATING ELECTRIC DAMPER ACTUATOR
TOTHE FAN MOTOR FEED CRCUIT.
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SEQUENCE OF OPERATIONS

EXHAUST FAN, EF-909 WILL START EITHER BY A SVITCH ATTACHED TD THE
CONNECTING CORRIDOR DOOR DR VALL SVITCH, MS-1. EXHAUST FANS,
EF-910-€F-911 WILL BE STARTED BY WALL SVITCH, MS-1. EXHAUST F
EF-912-EF-913 WILL BE CONTROLLED BY TEMPERATURE SVITCH, TS-1 m MAINTAIN
A SPACE TEMPERATURE SETPOINT OF 75 F.(ADJUSTABLE)

THE EXHAUST FANS RESPECTIVE ISOLATION DAMPER VILL OPEN VITH THE START OF THE
FAN MOTDR.
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LOCATE BOTH SWITCHES N THE

CONNECTING CORRIDOR.
oFF } EF-909-EF-911
En™
75 F.
EF-912-EF-913
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FIELD MATERIAL

DEVICE TAG  QIY CODE MMBER  DESCRIPTION
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DEVICE TAG  OTY CODE MMBER  DESCRIPTION

Ks-1 "3 01061 SELECTIR SVITCH, 2-P0s.
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DRAWING TITLE
Exhaust Fans, EF-909
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